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ABSTRACT

On July 1 and 2, 1985, the Water Quality Investigations Section conducted a
limited Class Il inspection at the Seashore Villa wastewater treatment plant
(WTP). During the inspection, the effluent biochemical oxygen demand (BODsg)
and total suspended solids (TSS) exceeded the National Pollutant Discharge
Elimination System (NPDES) permit limits. Wastewater was observed to surge
through the plant, resulting in solids loss and low mixed liquor suspended
solids (MLSS) in the aeration basin. Chlorinated effluent was being recycled
through the secondary clarifier. Overall, the facility did not appear to meet
the NPDES permit requirements.

INTRODUCTION
A limited Class II inspection was done at the Seashore Villa WTP on July 1
and 2, 1985, at the request of the Ecology Southwest Regional Office (SWRO).
The study objectives were to:
1. Describe plant operation and flow scheme.

2. Document plant loading and treatment efficiency.

3. Compare inspection data with the effluent limitations given in NPDES
permit number WA-003806-7.

Limited Class Il inspections are not designed to provide in-depth plant
evaluations concerned with design and process control.

A receiving water study conducted along with this Class II inspection is
documented in another report (Kendra and Determan, 1985).

This study was conducted by Dale Clark while the SWRO was represented by
Darrel Anderson. The plant operator was not present during the inspection.
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SETTING

The treatment plant is located on the west shore of the Johnson Point Penin-
sula about five miles north of Olympia (Figure 1). It serves the Seashore
Villa mobile home park (population approximately 174) and a Department of
Natural Resources (DNR) research laboratory located just south of the WTP.

The WTP is a package plant consisting of an aeration basin, secondary clari-
fier, two chlorine contact chambers, and a sludge storage tank (Figure 2).

It is covered and fenced on all sides to prevent entry. Secondary treatment
occurs using the extended aeration process. Clarifier solids are returned

to the aeration basin or wasted to the sludge storage tank for holding and
eventual pickup by a tank truck. Effluent is disinfected in the first chlor-
ine contact chamber, flows into the second chamber to provide additional
contact time, then discharged to Budd Inlet through a 275-yard-long, 3-inch
line.

METHODS

Samples collected during the inspection given in Table 1. Sampling loca-
tions are shown in Figure 2.

The 24-hour composite samples were collected using ManningR automatic com-
posite samplers set to collect 250 mL every 30 minutes. Samples were placed
on ice and shipped to the Ecology environmental laboratory at Manchester,
Washington. Samplec holding times and analytical mcthods approved by the U.S.
Environmental Protection Agency (USEPA, 1982) or found in Standard Methods
(APHA, AWWA, WPCF, 1985) were followed during the inspection.

Physical dimensions of the in-plant unit processes were measured to determine
volume _and calculate plant capacity. Sludge depth was measured with a “Sludge
Judge"R depth indicator. Flow measurement was attempted using a ManningR
dipper; however, the small size of the discharge line prevented accurate
measurement. Flow was therefore estimated based on water-use records from the
community well. The mean well flow was approximately 11,000 gallons per day
(gpd), which is lower than expected for a community of this size. Five
hundred gpd was added to the well flow to account for wastewater contribution
from the DNR facility. Thus, the plant flow was estimated to be 11,500 gpd.

RESULTS AND DISCUSSION

Table 2 presents the analytical results and sludge depth measurements. The
plant did not appear to be effectively treating the wastewaters. Table 3
confirms this observation by comparing expected removal rates to the removal
rates observed during the inspection (Meta Systems, 1973). The observed
removals were far less than the expected rates.
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Table 3. Removal efficiencies, Seashore Villa
STP, July 1-2, 1985.

Expectedl/ Observed
Removal Rate Removal Rate

Parameter (percent) (percent)
BOD 80 56
TSS 85 5
coD 80 36
Total Phosphorus 25 +15
Total Inorganic Nitrogen 35 +6

1/Meta Systems, 1973.

Table 4 compares inspection results with NPDES permit limits. Effluent BOD
and TSS concentrations (mg/L) and loadings (1bs/day) exceeded permit limits.
Fecal coliform (FC) concentration and pH were within acceptable ranges.

Table 5 includes physical measurements of the process units and compares the
measurements with Ecology (1980) design criteria. The facility appears to
have adequate physical capacity to handle the incoming waste load. The low
MLSS concentration (800 - 1,000 mg/L) and high F:M ratio (0.16 - 0.19 1b
BOD5/D/1b MLSS) suggest that an increased MLSS concentration may be neces-
sary to improve treatment.

During the survey, the following operational problems were observed:

1. A three-inch return line from chlorine contact chamber #1 was recycling
chlorinated effluent to the secondary clarifier.

2. High effluent solids concentrations were resulting from solids washout of
the secondary clarifier.

Prior to the inspection, a return line from the chlorine contact chamber #1
was left open, allowing chlorinated effluent to recycle into the secondary
clarifier and eventually back to the aeration basin via the RAS line. The
clarifier was tested for total residual chlorine. During aeration, 0.15 mg/L
was detected, while none was detected when the aerators were off. The return
may have had a negative impact on the plant's biological population. It is
recommended that recycle of chlorinated effluent be prevented.

The high effluent solids concentration appeared to be related to operating
characteristics of the aeration system. The aerator operated on a 45-minutes-
on, 15-minutes-off cycle, with the RAS pumps operating during the “on" portion
of the cycle. During the "on" cycle, mixed liquor in the aeration basin rose
by approximately four inches. When the aerators stopped, the excess water in
the basin (estimated at 670 gallons) surged into the secondary clarifier.
Effluent grab samples taken during periods of surging had TSS values of 340
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and 250 (mg/L)--well above NPDES permit limits and greater than the effluent
composite concentration of 200 mg/L. This flushing action could cause the low
MLSS concentration and poor treatment efficiency noted earlier in the report.
It is recommended that the surging problem be corrected. A follow-up inspec-
tion (walk-through) performed on January 15, 1986, showed the surging and
solids loss problems still existed.

Studge deposits in the secondary clarifier and the chlorine contact chamber
were minimal, probably due to the surging and solids loss already described
(Table 5). Solids wasting at the facility occurs on an infrequent and ir-
regular basis. This is expected in situations where washout problems rou-
tinely occur.

With available measuring equipment, accurate flow determination was not
possible during the inspection. In addition, no reliable method exists for
determining the DNR laboratory contribution. It is recommended that a method
to measure DNR and treatment plant flows be devised and instituted.

Laboratory Review

It was not possible to split samples because the operator was absent. WTP
laboratory analyses for BODg are contracted to the Lacey-Olympia-Thurston
County treatment facility (LOTT) laboratory; fecal coliform analyses are con-
tracted to the Thurston County Health Department.

Refer to the Tamoshan Class II inspection (1986) for comparison of the
laboratories.

RECOMMENDATIONS AND CONCLUSIONS
1. Correct surging in the aeration basin. The surging has resulted in a
solids washout problem. The problem is probably a key factor contribu-
ting to lTow MLSS in the aeration basin and effluent exceeding the NPDES

permit limit for BODg and total suspended solids.

2. Discontinue the chlorinated effluent recycle from chlorine contact basin
(#1) to the secondary clarifier.

3.  Increase solids concentration (MLSS) in the aeration basin to improve
biological treatment and reduce effluent BODg.

4, Measure flows in the WTP effluent line and the DNR influent line.
DC:cp
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Table 1. Sampling schedule for Class II facility inspection performed at Seashore Villa waste-
water treatment plant, July 1-2, 1985. All values in mg/L unless otherwise noted.
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= =
(8] (@]
~ S~
5 ~ o 5
e [ T £~
= [ = —
> M~ 3 jun et
x = - L w0 = [ N e}
3 [ N N . 0~ ~— v Y
o~ [= N o =) — > ™ -~
—_ < WO T W e T o0 on <t > e Q]
= 8 L ¢ =2 7 5 8 v B2 2 T & S8E
. —_— Q3 e - QW ‘U*r‘*wo
[72 I o T vy e £ 0 e T - e~ 23— O
2 2 7 8883 %I 8 £25c 4812 c¢ 5
T S T a & e~ ~ o T a o o o B8 5 Y 5 2 Z §=x
DF—D.L/)P——C]U)D{D_V)(_)CQU)Z(/)ZI——Q:OLL.V
Grab Samples
Influent 7/01 1350 X X X
7/01 1450 X X X
7/02 1000 X X X
7/02 1155 X X X
7/02 1400 X X X X
Aeration 7/01 1345 X
Basin 7/02 1120 X X X
Clarifier 7/02 1130 X
Chlorine 7/02 1150 X
Contact
Chamber #1
Chlorine 7/02 1150 X
Contact
Chamber #2
Effluent 7/01 1315 X X X X X
7/01 1400 X X X X X
7/01 1455 X X X X X
7/02 0945 X X X X X
7/02 1148 X X X X X
7/02 1405 X X X X X X X
Composite Samples
Influent 7/01 1310
7/02 1100 X X X X X X X X X X X X

Effluent 7/01 1250
7/02 1110 X X X X X X X X X X X X
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Figure 1. Locations of Seashore Villa WTP and Department of Natural Resources
Laboratory, 1985,
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